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CODE ISSUES, SHEET INDEX, ETC.

5739 HIGHWAY 18
EDGARD, LA 70049

BID DOCUMENTS

REGIONAL DESIGN GROUP, LLC

PROJECT STATISTICS

VICINITY MAP

SHEET INDEX

SHEET NUMBER SHEET NAME

REVISIONS

DATE REVISION NO.

01 GENERAL INFORMATION

G101 TITLE SHEET

G102 CODE ISSUES, SHEET INDEX, ETC.

G201 FIRE/LIFE SAFETY PLANS

01.5 REFERENCE ONLY

R001 SURVEY

03 CIVIL

C100 DEMOLITION PLAN

C200 EROSION CONTROL PLAN

C300 SITE PLAN

C301 GEOMETRIC LAYOUT

C400 PAVEMENT & JOINT PLAN

C500 GRADING PLAN

C501 GRADING PLAN & SECTIONS

C502 DRAINAGE PLAN

C600 UTILITY PLAN

C700 DETAILS

C701 DETAILS

04 ARCHITECTURAL

A101 SITE PLAN

A110 SITE ENLARGED PLANS AND DETAILS

A201 BUILDING FLOOR PLAN

A202 DIMENSION PLAN

A203 SLAB PLAN

A221 ENLARGED PLANS

A222 ENLARGED PLANS

A223 ENLARGED PLANS

A251 PLAN DETAILS

A252 PLAN DETAILS

A301 EXTERIOR ELEVATIONS

A302 EXTERIOR ELEVATIONS

A321 BUIDLING SECTIONS

A322 BUILDING SECTIONS

A351 WALL SECTIONS

A352 WALL SECTIONS

A353 WALL SECTIONS

A354 WALL SECTIONS

A361 DETAILS

A401 ROOF PLAN

A421 ROOF DETAILS

A422 ROOF DETAILS

A601 REFLECTED CEILING PLAN

A621 CEILING DETAILS

A701 1ST FLOOR FINISH PLAN

A702 SIGNAGE PLAN

A801 INTERIOR ELEVATIONS

A821 MILLWORK DETAILS

A901 PARTITION TYPES

A902 PARTITION TYPES

A903 SCHEDULES (DOORS AND WINDOWS)

A904 DOOR DETAILS

A905 CURTAIN WALL DETAILS

A906 WINDOW DETAILS

A907 WINDOW DETAILS

05 STRUCTURAL

S101 FOUNDATION PLAN

S102 SLAB PLAN

S201 ROOF FRAMING PLAN

S301 BUILDING SECTIONS

S302 BUIDLING SECTIONS

S401 FRAMING DETAILS

S402 FRAMING DETAILS

S501 FOUNDATION DETAILS

S502 FOUNDATION DETAILS

S503 FOUNDATION DETAILS

S504 PEDESTAL DETAILS

S601 GENERAL NOTES

S602 SCHEDULES

06 MECHANICAL

M001 HVAC SYMBOLS, GENERAL NOTES, AND ABBREVIATIONS

M002 MECHANICAL SCHEDULES

M201 MECHANICAL PLAN

M401 MECHANICAL DETAILS

M402 MECHANICAL DETAILS

M403 MECHANICAL SECTIONS

07 PLUMBING

P001 PLUMBING SYMBOLS, SCHEDULES, AND NOTES

P201 UNDERGROUND PLUMBING PLAN

P202 PLUMBING PLAN

P401 RISER DIAGRAMS - DOMESTIC WATER & NATURAL GAS DIAGRAM

P402 RISER DIAGRAM - WASTE AND VENT

P500 DETAILS - PLUMBING

P501 DETAILS - PLUMBING

08 ELECTRICAL

E001 ELECTRICAL SYMBOLS

E002 ELECTRICAL NOTES

E003 ELECTRICAL NOTES AND SCHEDULES

E101 ELECTRICAL SITE PLAN

E201 LIGHTING PLAN

E301 POWER PLANS

E401 COMMUNICATIONS PLAN

E501 ELECTRICAL ENLARGED PLANS, SECTIONS AND ELEVATIONS

E601 POWER RISER DIAGRAM AND PANEL SCHEDULE

E602 COMMUNICATIONS RISER DIAGRAMS

E801 ELECTRICAL DETAILS

E802 ELECTRICAL DETAILS

E803 ELECTRICAL DETAILS

E804 ELECTRICAL DETAILS

E805 ELECTRICAL DETAILS

09 FIRE PROTECTION

F001 FIRE PROTECTION GENERAL NOTES, SYMBOLS, ABBREVIATIONS, AND DETAILS

F002 FIRE PROTECTION PLAN

1. ALL MATERIALS AND WORK, INCIDENTAL TO THE CONSTRUCTION OF THIS PROJECT, 

SHALL CONFORM TO ALL GOVERNING CODES, AND REGULATIONS OF AGENCIES IN 

AUTHORITY.

2. CONTRACTOR SHALL PROVIDE ALL PUBLIC PROTECTIONS NECESSARY AS REQUIRED BY 

LAW.

3. THE DRAWINGS, SPECIFICATIONS AND ANY SUBSEQUENTLY ISSUED ADDENDA, 

AMENDMENTS OR SUCH CHANGE ORDERS APPROVED BY THE OWNER AND THE 

CONTRACTOR ARE PART OF THESE CONTRACT DOCUMENTS.

4. DO NOT SCALE DRAWINGS.  CONSULT WITH THE ARCHITECT REGARDING ANY ITEMS IN 

THE CONTRACT DOCUMENTS THAT REQUIRE CLARIFICATION.

5. VERIFY LOCATION OF ALL EQUIPMENT WITH THE ARCHITECT, PRIOR TO INSTALLATION.

6. TRASH SHALL BE REMOVED FROM THE SITE NOT LESS THAN TWICE WEEKLY.

7.  THE GENERAL CONTRACTOR SHALL VERIFY EXISTING CONDITIONS PRIOR TO 

COMMENCING WORK AND REPORT ANY AND ALL DISCREPANCIES TO THE ARCHITECT.

8. CONTRACTOR VEHICLES AND EQUIPMENT NECESSARY FOR CONSTRUCTION MAY BE 

PARKED ON THE SITE.  OTHER VEHICLES PARKED ON THE SITE REQUIRE THE OWNER'S 

PERMISSION.

9. WORK INDICATED AS 'NOT IN CONTRACT', 'NIC', OR 'BY OTHERS', SHALL BE PERFORMED BY 

OWNER'S SEPARATE CONTRACTORS.  THE GENERAL CONTRACTOR SHALL COOPERATE TO 

THE FULLEST EXTENT WITH ALL OTHER CONTRACTORS AND ASSIST IN COORDINATING THE 

WORK BY SEPARATE CONTRACTORS WITH THE WORK OF THIS CONTRACT.

10. NAMING A CERTAIN BRAND, MAKE OR MANUFACTURER IS TO DESIGNATE THE BASIS OF 

DESIGN, TYPE, CHARACTER AND QUALITY STANDARD OF THE PRODUCT DESIRED.  

SUBSTITUTION REQUESTS MUST BE SUBMITTED PRIOR TO BIDDING.

11. A SURVEY IS INCLUDED HEREIN FOR REFERENCE ONLY.  SIZELER THOMPSON BROWN 

ARCHITECTS ASSUMES NO LIABILITY FOR ERRORS OR OMISSIONS IN THIS DRAWING.

GENERAL NOTESSYMBOLS

REGULATORY AGENCIES

LOCATION

ZONING

OCCUPANCY CLASSIFICATION

CONSTRUCTION CLASSIFICATION

AREA

STORIES

OFFICE OF STATE FIRE MARSHAL

8181 INDEPENDENCE BLVD.

BATON ROUGE, LA 70806

225.925.4911

NFPA LIFE SAFETY CODE - 2015 EDITION

SAINT JOHN THE BAPTIST PARISH CODE ENFORCEMENT

DEPARTMENT OF PERMITS AND INSPECTIONS

INTERNATIONAL BUILDING CODE - 2015 EDITION

PROJECT ADDRESS

WALLACE, LOUISIANA

SAINT JOHN THE BAPTIST PARISH COMPREHENSIVE ZONING ORDINANCE

DIVISION 10 - COMMERCIAL DISTRICT ONE (C-1)

BUSINESS (B) - IBC 2015 & NFPA 101 2015 EDITION

RESIDENTIAL (R-2) - IBC 2015 & NFPA 101 2015 EDITION

STORAGE (S-2) - IBC 2015 & NFPA 101 2015 EDITION

NFPA 2015 TYPE 000 - FULLY SPRINKLERED

IBC 2015 TYPE VB - FULLY SPRINKLERED

5,955 SF

ONE

PROJECT SITE

Revisions
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NEW 1 HOUR RATED WALL.  SEE PARTITION SCHEDULE.

NEW 2 HOUR RATED WALL.  SEE PARTITION SCHEDULE.

DOOR RATING IN MINUTES (NR WHERE NOT RATED)

RECESSED FIRE EXTINGUISHER CABINET

NEW 1/2 HOUR RATED WALL.  SEE PARTITION SCHEDULE.

60

LIFE SAFETY PLAN LEGEND

SEE G102 FOR CODE SUMMARY AND ADDITIONAL INFORMATION

EXIT SIGN - DOUBLE FACED - DIRECTIONAL

WALL MOUNTED FIRE ALARM PULL

TRAVEL DISTANCE OF EGRESS PATH

F

EXIT SIGN - SINGLE FACED
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 1/8" = 1'-0"

1ST FLOOR LIFE SAFETY PLAN

PLUMBING CALCULATIONS:

TOILETS         LAVATORIES

M W M W

• IBC - 44 OCCUPANTS (B) 1 1 1 1

PROVIDED: 3 2 3 2

GROSS AREA OCCUPANT LOAD

Name Area Load Factor Occupant Load

B 3295 SF 100 32.945114

R-2 572 SF 0

S-2 (PARKING) 2087 SF 200 10.432824

5953 SF 43.377938

Revisions

No. Description Date

























2
1"

 
C
M
P

LA
 
3
2
13

 
N
O
R
TH

B
O
U
N
D
 
O
N
 
R
A
M
P

T

T

WM

G

G

G

G

G

G

G

G

G

G

TO
P 

= 18
.3'

INV
. =

 12
.8'

SE
WE

R 
LIF

T 
ST

AT
ION

8" 
SE

WE
R 

LIN
E

SF
M

SF
M

SF
M

SF
M

SF
M

SF
M

SF
M

SF
M

S
F
M

 T
 &

 P
 R

AIL
RO

AD
 (S

IDE
)

EL
EV

. =
 19

.2'

FIN
ISH

 F
LO

OR

BUIL
DIN

G

MUN
. N

O.

110

EL
EV

. =
 2

0.2
'

FIN
ISH

 F
LO

OR

DE
CK

CRA
PE

MYR
TLE

CRA
PE

MYR
TLE

CRA
PE

MYR
TLE

FIB
ER

 O
PT

IC M
AR

KE
R

FIB
ER

 O
PT

IC M
AR

KE
R

ELE
CTR

ICAL
 B

OX

AT
&T 

PE
DE

ST
AL

LI
GH

T 
PO

LE

LIG
HT

PO
LE

LIGHT POLE

W

W

W

W

DIT
CH

D
IT
C
H

D
I T
C
H

MOU
ND

PR
OP
OS
ED
 W
ES
TB
AN
K S
AF
ET
Y 

CO
MP
LE
X

 6,
07
0 S
F.

EX
IST
ING

SU
BST

AT
ION

EXIS
TIN

G

STR
UCT

URE

PARKING COUNT

PARKING REQUIRED BY SAINT JOHN THE BAPTIST ZONING, SECTION 5 DIVISION 2 OFF-

STREET PARKING

A. BUSINESS AND PROFESSIONAL OFFICE - 5,933 GROSS SQ FT/303 SQ FT = 20 PARKING 

SPACES*

TOTAL PARKING PER ZONING REQUIREMENTS = 20 SPACES

ACTUAL PARKING COUNT = 17 SPACES

SITE PLAN LEGEND

HEAVY EQUIPMENT PAVING

LIGHT DUTY PAVING

PROPERTY LINE

SETBACK LINE

STREET LIGHT STANDARD

ORNAMENTAL FENCE, RE: FENCE DETAILS

FIRE HYDRANT 

DRAIN INLETS

CONSTRUCTION FENCE W/ BANNER MESH COVER

project numberseal

date

phase

drawing number

300 LAFAYETTE STREET, SUITE 200

NEW ORLEANS, LOUISIANA 70130

(504) 523-6472 FAX (504) 529-1181

SIZELER THOMPSON BROWN ARCHITECTS

1
1
/
6
/
2
0
1
8
 5
:0
7
:4
2
 P
M

ST JOHN THE BAPTIST PARISH
WESTBANK PUBLIC SAFETY COMPLEX

A101

21238.00

OCTOBER 15, 2018

SITE PLAN

5739 HIGHWAY 18
EDGARD, LA 70049

BID DOCUMENTS

REGIONAL DESIGN GROUP, LLC

 1" = 20'-0"

SITE PLAN

Revisions

No. Description Date



3
A110

2
A110

5
A
1
1
0

1

A110

9
'-
4
"

6
"

2
'-
0
"

6
'-
1
0
"

6" 17'-10" 6"

18'-10"

3'-5" 6'-0" 6'-0" 3'-5"

PLANTER BED

3
'-
0
 1
/
2
"

3
'-
1
0
"

FLAGPOLE

BACK LIT CAN SIGN
(REFERENCE SPECIFICATIONS)

SATIN STAINLESS STEEL
BACKLIT CHANNEL LETTERS,

4
'-
1
1
 1
/
2
"

4
'-
1
1
 1
/
2
"

4
'-
1
0
"

CONTROL JOINTS

(TYPICAL)

FLAGPOLE

PREFINISHED EXTRUSION BY
METAL PANEL MANUFACTURE

METAL WALL PANEL (MWP-B
PROFILE)

EXTERIOR DIMENSIONAL
LETTER SIGNAGE

BACK LIT CAN SIGN
(REFERENCE SPECIFICATIONS)

1

A110

FLAGPOLEFLAGPOLE

STRUCTURAL CONCRETE
(REFERENCE STRUCTURAL)

COMPACTED SOIL

5
'-
4
 1
/
2
"

R 1
'-9"

9
"

9
"

5 1/2" 5 1/2"

1

A110

FLAGPOLEFLAGPOLEFLAGPOLE

PREFINISHED EXTRUSION BY
METAL PANEL MANUFACTURE

METAL WALL PANEL (MWP-B
PROFILE)

5
'-
1
 1
/
2
"

18'-10"

FLAGPOLE

BACK LIT CAN SIGN
(REFERENCE SPECIFICATIONS)

CONCRETE SLAB (REF.
STRUCTURAL)

R
E
F
E
R
E
N
C
E
 D
E
T
A
IL
 A
N
D
 S
P
E
C
IF
IC
A
T
IO
N
S

ALUMINUM BALL, FINISH TO 

BE SELECTED BY ARCHITECT 

CAST ALUMINUM REVOLVING TRUCK WITH 

STAINLESS STEEL BEARINGS, ALUMINUM 

SPINDLE, AND ONE (1) ALUMINUM PULLEY 

NOTE: FLAGPOLE TO INCLUDE HALYARD, #10 

BRAIDED POLYPROPYLENE ROPE. ROPE TO 

INCLUDE TWO (2) STAINLESS STEEL SWIVEL 

SNAP HOOKS WITH NEOPRENE COVERS 

CLEAT (9") CAST ALUMINUM WITH 1/4" - 20NC 

FLAT HEAD STAINLESS STEEL SELF DRILLING 

SCREWS. FIELD INSTALLED.

HEAVY DUTY SPUN ALUMINUM COLLAR TO 

COVER BASE PLATE & ANCHOR BOLTS
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 1/4" = 1'-0"A110A201
6 1ST FLOOR PLAN - Callout 1

 1/4" = 1'-0"A110A110
3 NORTH SIGN ELEVATION

 1/4" = 1'-0"A110A110
2 SOUTH SIGN ELEVATION

 1/4" = 1'-0"A110A110
5 TYPICAL SIGN SIDE ELEVATION

 3/4" = 1'-0"A110
4 FLAGPOLE DETAIL
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S-2 (PARKING)

R-2

B

A. FOR PARTITION TYPES AND OPENING SCHEDULES, SEE SHEET A901, A902 & A903.

B. ALL DIMENSIONS AT WALLS & PARTITIONS ARE TAKEN FROM FACE OF STUD, UNLESS 

OTHERWISE NOTED.  ALL DIMENSIONS AT COLUMNS ARE TAKEN FROM THE CENTERLINE OF 

THE COLUMN UNLESS OTHERWISE NOTED.  ALL DIMENSIONS TO MASONRY ARE TAKEN FROM 

FACE OF MASONRY UNIT UNLESS OTHERWISE NOTED.  

C. ALL DIMENSIONS INDICATED AS "CLEAR", "HOLD" OR "MINIMUM (MIN.)"ARE TAKEN FROM THE 

FINISH SURFACE.  VERIFY DIMENSIONS DURING LAYOUT AND NOTIFY ARCHITECT OF ANY 

DISCREPANCIES PRIOR TO PROCEEDING.

D. "ALIGN" SHALL MEAN TO ACCURATELY LOCATE FINISH FACES IN THE SAME PLANE.

E. LOCATE ALL DOORS 4" FROM BACK OF FRAME (HINGE SIDE) TO END OF PARTITION UNLESS 

OTHERWISE NOTED.

F. MAINTAIN A MINIMUM OF 18" AT PULL SIDE OF ALL DOORS.

G. PROVIDE SOLID BLOCKING BETWEEN STUDS AT ALL LOCATIONS TO RECEIVE MILLWORK, 

GRAB BARS OR OTHER ITEMS REQUIRING ATTACHMENT TO THE WALL OR PARTITION.

H. SEE INTERIOR ELEVATIONS FOR TOILET ACCESSORY LOCATIONS.

I. ALL WORK NOTED "BY OTHERS" OR " N.I.C." SHALL BE PROVIDED BY OWNER OR UNDER  

SEPARATE CONTRACT. INCLUDE REQUIREMENTS FOR THIS WORK IN CONSTRUCTION 

SCHEDULE AND COORDINATE AS REQ. TO ASSURE ORDERLY SEQUENCE OF INSTALLATION.

J. SEE SITE PLAN, LANDSCAPE AND CIVIL DRAWINGS FOR DETAILED SITE INFORMATION (ALL 

WORK OUTSIDE OF BUILDING LINE). 

K. CLEARANCES AND TOLERANCES OF ALL WALLS ADJACENT TO OR ABOUNDING EQUIPMENT 

SHALL BE VERIFIED BY EQUIPMENT VENDORS PRIOR TO LAYOUT.

GENERAL FLOOR PLAN NOTES
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4" X 6"DOWNSPOUT @ 

STORAGE BAY ROOF

4" X 6" DOWNSPOUT @ 

MAIN BUILDING ROOF

4" X 6" DOWNSPOUT 

STARTING @ MAIN 

BUILDING ROOF & ENDING 

@ CANOPY ROOF

4" X 6" DOWNSPOUT 

STARTING @ MAIN 

BUILDING ROOF & ENDING 

@ CANOPY ROOF

4" X 6" DOWNSPOUT @ 

CANOPY ROOF

4" X 6" DOWNSPOUT @ 

CANOPY ROOF

4" X 6" DOWNSPOUT @ 

MAIN BUILDING ROOF 

4" X 6" DOWNSPOUT @ 

APPARATUS BAY ROOF

4" X 6" DOWNSPOUT @ 

CANOPY ROOF

4" X 6" DOWNSPOUT 

STARTING @ APPARATUS 

BAY ROOF & ENDING @ 

CANOPY ROOF

4" X 6" DOWNSPOUT 

STARTING @ APPARATUS 

BAY ROOF & ENDING @ 

CANOPY ROOF

4" X 6" DOWNSPOUT @ 

CANOPY ROOF

4" X 6" DOWNSPOUT @ 

APPARATUS BAY ROOF

METAL CANOPY

METAL CANOPY

PRE-ENGINEERED METAL
BUILDING PORTAL FRAME

PRE-ENGINEERED METAL
BUILDING BENT
PRE-ENGINEERED METAL
BUILDING BENT

PRE-ENGINEERED METAL
BUILDING BENT

METAL CANOPY

SIGNAGE

PRE-ENGINEERED METAL
BUILDING BENT

PRE-ENGINEERED METAL
BUILDING BENT

METAL CANOPY

SIGNAGE

PRE-ENGINEERED METAL
BUILDING PORTAL FRAME

METAL ROOF PANELMETAL ROOF PANEL

METAL ROOF PANEL

METAL ROOF PANEL

METAL ROOF PANEL

6" X 6" BOX GUTTER

6" X 6" BOX GUTTER

6" X 6" BOX GUTTER

6" X 6" BOX GUTTER

6" X 6" BOX GUTTER

1

A352

5.5

GENERAL ROOF PLAN NOTES

A. ALL ROOF SLOPES AS SHOWN ARE TO BE REVIEWED AND APPROVED BY THE ROOFING 

MANUFACTURER.

B. SEE MECHANICAL PLANS FOR EXACT LOCATION OF ROOF PENETRATIONS AND THEIR 

CONTINUATION THROUGH THE BUILDING.

C. THE EXACT DIMENSIONS AND LOCATION OF MECHANICAL UNITS SHALL BE COORDINATED 

BY THE GENERAL CONTRACTOR IN SHOP DRAWINGS TO BE REVIEWED AND APPROVED BY 

THE ARCHITECT.

D. EXHAUST FANS ARE TO BE LOCATED A MINIMUM OF 10'-0" FROM HVAC INTAKE UNITS.

E. COORDINATE LOCATIONS OF ALL EQUIPMENT, ROOF OPENINGS AND DETAILS WITH THE 

MECHANICAL AND STRUCTURAL DRAWINGS.

F. COORDINATE AND INSTALL ALL ROOF PENETRATIONS WITH ROOF MANUFACTURER'S 

RECOMMENDATIONS.

G. PROVIDE CRICKETS AT HIGH SIDE OF ALL ROOF CURBS, PENETRATIONS, ETC., TO DIRECT 

WATER AROUND ROOF PENETRATIONS. 

HIGH POINT

ROOFING LEGEND

STANDING SEAM METAL ROOF

VENT PIPE THROUGH ROOF

ROOF SLOPE DOWN TO ROOF DRAIN OR ROOF EDGE

GUTTER

SPLASH BLOCK

HP

    1/4" /12"

150 MPH WIND ZONE
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F.1
METAL ROOF PANEL

INSULATION LINER

PRE-ENGINEERED METAL
BUILDING BENT

EAVE STRUT

INSULATION BLOCKING

PRE-ENGINEERED METAL
BUILDING BEAM

R-25 BATT INSULATION

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

GABLE FLASHING WITH CLIP

PREFINISHED METAL FLASHING

METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

METAL SOFFIT PANEL

R-25 BATT INSULATION

PREFINISHED METAL FLASHING

C-CLOSURE TRIM

PREFINISHED METAL FLASHING

PREFINISHED METAL FLASHING

DOWNSPOUT (REFERENCE
ROOF PLAN FOR LOCATIONS)

METAL WALL PANEL (MWP-C
PROFILE)

1 1/2" HAT CHANNEL

PRE-ENGINEERED METAL
BUILDING Z-GIRT

1 1/2" HAT CHANNEL

PRE-ENGINEERED METAL
BUILDING EAVE STRUT

INSULATION BLOCKING

METAL ROOF PANEL

INSULATION LINER

R-25 BATT INSULATION

8" METAL STUDS @ 16" O.C.

PRE-ENGINEERED METAL
BUILDING BENT

6" SLOTTED DEFLECTION
TRACK

R-25 BATT INSULATION

5/8" EXTERIOR GYPSUM
SHEATHING

AIR BARRIER, FLUID APPLIED

PRE-ENGINEERED METAL
BUILDING EAVE TRIM

COMPRESSED FILLER STRIP
BEYOND

COMPRESSED FILLER STRIP
BEYOND

METAL WALL PANEL (MWP-C
PROFILE)

ROOF PLAN
17'-0"

F.1

METAL ROOF PANEL

INSULATION BLOCKING

EAVE STRUT

PRE-ENGINEERED METAL
BUILDING BENT

PRE-ENGINEERED METAL
BUILDING PORTAL FRAME

R-25 BATT INSULATION

PRE-ENGINEERED METAL
BUILDING C-GIRT

GABLE FLASHING WITH CLIP

COMPRESSED FILLER STRIP
BEYOND

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

R-25 BATT INSULATION

COMPRESSED FILLER STRIP
BEYOND

OVERHEAD SECTIONAL DOOR

DOWNSPOUT (REFERENCE
ROOF PLAN FOR LOCATIONS)

INSULATION LINER

METAL WALL PANEL (MWP-C
PROFILE)

PREFINISHED METAL FLASHING

C-CLOSURE TRIM

METAL WALL PANEL (MWP-C
PROFILE)

1 1/2" HAT CHANNEL

F

R-25 BATT INSULATION

5/8" EXTERIOR GYPSUM
SHEATHING

AIR BARRIER, FLUID APPLIED

METAL ROOF PANEL

INSULATION BLOCKING

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

INSULATION LINER

R-25 BATT INSULATION

PRE-ENGINEERED METAL RAKE
TRIM

PRE-ENGINEERED METAL RAKE
SOFFIT TRIM

PRE-ENGINEERED METAL RAKE
ANGLE

METAL WALL PANEL (MWP-C
PROFILE)

PRE-ENGINEERED METAL
BUILDING Z-GIRT

1 1/2" HAT CHANNEL

C.2

R-25 BATT INSULATION

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

METAL SOFFIT PANEL

INSULATION BLOCKING

INSULATION LINER

R-25 BATT INSULATION

PREFINISHED METAL FLASHING

COMPRESSED FILLER STRIP
BEYOND

METAL WALL PANEL (MWP-C
PROFILE)

1 1/2" HAT CHANNEL

B

METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING BENT

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

METAL SOFFIT PANEL

INSULATION BLOCKING

PRE-ENGINEERED METAL RAKE
TRIM

PRE-ENGINEERED METAL RAKE
ANGLE

PRE-ENGINEERED METAL RAKE
SOFFIT TRIMPREFINISHED METAL FLASHING

C.3

R-25 BATT INSULATION

INSULATION LINER
5/8" EXTERIOR GYPSUM
SHEATHING

AIR BARRIER, FLUID APPLIED

METAL WALL PANEL (MWP-C
PROFILE)

1 1/2" HAT CHANNEL

R-25 BATT INSULATION

PRE-ENGINEERED METAL
BUILDING EAVE TRIM

COMPRESSED FILLER STRIP
BEYOND

PRE-ENGINEERED METAL
BUILDING EAVE STRUT

INSULATION BLOCKING

COMPRESSED FILLER STRIP
BEYOND

METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING COLUMN

6
METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING EAVE GUTTER

COMPRESSED FILLER STRIP
BEYOND

INSULATION BLOCKING

PRE-ENGINEERED METAL
BUILDING EAVE STRUT

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

R-25 BATT INSULATION

R-25 BATT INSULATION

INSULATION LINER

METAL WALL PANEL (MWP-C
PROFILE)

1 1/2" HAT CHANNEL
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5 5.1

METAL ROOF PANEL

INSULATION BLOCKING

PREFINISHED METAL FLASHING

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

BOX LINTEL

8" METAL STUDS @ 16" O.C.

R-25 BATT INSULATION

P1

R-25 BATT INSULATION

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

INSULATION LINER

PRE-ENGINEERED METAL
BUILDING BENT

PRE-ENGINEERED METAL
BUILDING BEAM

METAL WALL PANEL (MWP-C
PROFILE)

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

8-3/16" RUNNER CHANNEL

21.9

PRE-ENGINEERED METAL RAKE
TRIM

PRE-ENGINEERED METAL RAKE
ANGLE

PRE-ENGINEERED METAL RAKE
SOFFIT TRIM

METAL ROOF PANEL

INSULATION BLOCKING

R-25 BATT INSULATION

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

INSULATION LINER

METAL ROOF PANEL

INSULATION BLOCKING

R-25 BATT INSULATION

INSULATION LINER

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

PREFINISHED METAL FLASHING

PRE-ENGINEERED METAL
BUILDING BENT

P8

7

PRE-ENGINEERED METAL
BUILDING EAVE GUTTER

COMPRESSED FILLER STRIP
BEYOND

METAL SOFFIT PANEL

PRE-ENGINEERED METAL
BUILDING EAVE STRUT

PREFINISHED METAL FLASHING

METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

PRE-ENGINEERED METAL
BUILDING BENT

DOWNSPOUT (REFERENCE
ROOF PLAN FOR LOCATIONS)

ROOF PLAN
17'-0"

65.9

2" / 12"

2" / 12"

PRE-ENGINEERED METAL
BUILDING Z-GIRT

PRE-ENGINEERED METAL
BUILDING EAVE GUTTER

COMPRESSED FILLER STRIP
BEYOND

INSULATION BLOCKING

PRE-ENGINEERED METAL
BUILDING EAVE STRUT

COMPRESSED FILLER STRIP
BEYOND

R-25 BATT INSULATION

INSULATION LINER

PRE-ENGINEERED METAL
BUILDING BENT

R-25 BATT INSULATION

5/8" EXTERIOR GYPSUM
SHEATHING

AIR BARRIER, FLUID APPLIED

PREFINISHED METAL FLASHING

PREFINISHED METAL FLASHING

COMPRESSED FILLER STRIP
BEYOND

PREFINISHED METAL FLASHING

METAL ROOF PANEL

PRE-ENGINEERED METAL
BUILDING Z-PURLIN

PRE-ENGINEERED METAL
BUILDING COLUMN

PRE-ENGINEERED METAL
BUILDING PORTAL FRAME

PREFINISHED METAL FLASHING

PREFINISHED METAL FLASHING

C-CLOSURE TRIM

METAL SOFFIT PANEL

METAL ROOF PANEL

DOWNSPOUT (REFERENCE
ROOF PLAN FOR LOCATIONS)

METAL WALL PANEL (MWP-C
PROFILE)

METAL WALL PANEL (MWP-C
PROFILE)

1 1/2" HAT CHANNEL
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2

A321

1

A321

1

A322

2

A322

3

A322

1 2 3 4 5 6

A

D

E

F

B

C

OPEN TO 

ABOVE

OPEN TO 

ABOVE

OPEN TO 

ABOVE

OPEN 

TO 

ABOVE

OPEN

TO 

ABOVE

OPEN TO 

STRUCTURE

OPEN TO 

ABOVE

ACT-1

10'-0"

ACT-1

10'-0"

ACT-1

10'-0"

GYP.

9'-0"

ACT-1

9'-0"

ACT-1

9'-0"

ACT-1

9'-0"

ACT-1

9'-0"

ACT-1

9'-0"

GYP.

9'-0"

ACT-1

10'-0"

GYP.

9'-0"

GYP.

9'-0" GYP.

9'-0"

GYP.

9'-0"

ACT-1

9'-0"

7

G

E
Q

E
Q

E
Q

E
Q

8
'-
2
"

2
0
'-
0
"

2
0
'-
0
"

2
0
'-
0
"

1
3
'-
0
 1
/
4
"

OPEN

TO 

ABOVE

F.1

C.2

C.3

5.95.11.1 1.9

7
'-
9
 1
/
4
"

GYP.

7'-10"

GYP.

8'-0"

ACT-1

10'-0"

TW1

TW1

TW1

METAL CANOPYMETAL CANOPY METAL CANOPY

METAL CANOPY

METAL CANOPY

METAL SOFFIT PANELMETAL SOFFIT PANEL

METAL SOFFIT PANEL

1

A352

5.5

GYP.

9'-0"

2' x2' & 2' x 4' DIRECT/INDIRECT 

LIGHTING FIXTURE

SUSPENDED ACOUSTICAL

CEILING SYSTEM

GYPSUM BOARD

CEILING

CEILING MATERIAL

CEILING HEIGHT

RECESSED DOWNLIGHT FIXTURE

CEILING-MOUNTED EXIT SIGN

SUPPLY AIR DIFFUSER

EXHAUST OR RETURN AIR GRILLE

A. ALL LIGHT FIXTURES AND FIXTURE DESIGNATIONS ARE SHOWN FOR LOCATION AND 

COORDINATION ONLY.  REFER TO ELECTRICAL DWGS FOR SPECIFIC REQUIREMENTS.

B. FOR DIFFUSERS, EMERGENCY LIGHTING, SPRINKLER HEADS AND OTHER ITEMS IN THE 

CEILING, REFER TO MECHANICAL AND ELECTRICAL DRAWINGS.

C. SEE ELECTRICAL DRAWINGS FOR EMERGENCY/ LIFE SAFETY SYSTEMS.  NOTIFY ARCHITECT 

OF ANY DISCREPANCIES BETWEEN LIGHTING LOCATIONS AND ENGINEERING DWGS.

D. CENTER LIGHTING FIXTURES, EXIT LIGHTS, SPEAKERS, AND OTHER CEILING MOUNTED 

FIXTURES IN ACOUSTICAL CEILING PANELS. COORDINATE WITH MECHANICAL AND 

ELECTRICAL DRAWINGS.

E. CUT ALL PARTIAL ACOUSTICAL CEILING PANELS WITH TEGULAR EDGE TO MATCH 

MANUFACTURER'S EDGE.

F. TYPICALLY, SPACE ABOVE CEILINGS IS EXTREMELY TIGHT. TO PROVIDE INDICATED CEILING 

HEIGHTS IN COORDINATION WITH HVAC, PLUMBING, FIREPROOFING, ETC., FIELD-VERIFY 

CLEARANCES FOR ALL ITEMS TO BE LOCATED ABOVE CEILINGS. REPORT ANY 

DISCREPANCIES TO ARCHITECT PRIOR TO TO PERFORMING ANYWORK IN THE SPACE.

G. DO NOT ATTACH ANY PORTION OF CEILING OR PARTITION SYSTEMS TO OVERHEAD 

MECHANICAL SYSTEM COMPONENTS. CORRDINATE WITH MECH DWGS AND PROVIDE 

ALTERNATE BRACING OR SUPPORT FOR ANY PARTITION OR CEILING SYSTEM IN CONFLICT 

WITH OVERHEAD DUCTWORK OR MECHANICAL ITEMS.  

H. NAMING A CERTAIN BRAND, MAKE OR MANUFACTURER IS TO DESIGNATE THE GENERAL 

STYLE, TYPE, CHARACTER AND QUALITY STANDARD OF THE PRODUCT DESIRED.  

SUBSTITUTION REQUESTS MUST BE SUBMITTED PRIOR TO BIDDING.

I. NOTE THAT SPECIAL SYSTEM COMPONENTS (FIRE ALARMS, ETC.) ARE NOT BEING SHOWN 

ON THIS PLAN.  REFER TO ASSOCIATED ELECTRICAL SHEETS FOR INFORMATION ON THESE 

ITEMS.

J. SEE CEILING LEGEND FOR CEILING MATERIAL SPECIFICATIONS.

K. PROVIDE WALL MOUNTED VANITY LIGHT AT ALL BATHROOM SINK LOCATIONS, TYP.

L. ALL GYPSUM BOARD CEILINGS & SOFFITS SHALL BE PAINTED P-4, UNLESS OTHERWISE 

NOTED.

M. ALL EXPOSED STRUCTURE TO BE PAINTED _____.

N. GYPSUM BOARD SOFFIT ABOVE UPPER CABINETS SHALL BE PAINTED TO MATCH ADJACENT 

WALL, UNLESS OTHERWISE NOTED.

O. ALL EXPOSED SIDES OF GYPSUM BOARD SOFFIT SHALL BE PAINTED SAME COLOR, UNLESS 

OTHERWISE NOTED.

P. SEE ELECTRICAL LIGHTING PLANS FOR EXIT SIGN LOCATIONS.

ACT-1

MANUFACTURER: ARMSTRONG

CEILING TILE: DUNE

EDGE: 15/16" SQUARE

GRID: PRELUDE 15/16" 

SIZE: 24" X 24" X 5/8"

COLOR: WHITE

GENERAL CEILING NOTES

CEILING LEGEND

CEILING KEY NOTES

XXX-1

XX'-XX"

WALL MOUNTED EXIT SIGN

METAL PANEL

SOFFIT

HIGH VOLUME LOW VELOCITY FAN

LED LINEAR PENDANT

LED LINEAR WALL WASH

SOLAR SHADE

(SHADE-1) SEE A701
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3 5/8" MTL. STUDS 

@ 16" O.C.

CEILING AS 

SCHEDULED

3 5/8" MTL STUD

BRACING @ 48" O.C.

R
E
F
E
R
E
N
C
E
 C
E
IL
IN
G
 P
L
A
N

R
E
F
E
R
E
N
C
E
 C
E
IL
IN
G
 P
L
A
N

REFERENCE MILLWORK SECTIONS

6
"

PARTITION AS 

SCHEDULED

BOX LINTEL

GYPSUM BOARD CORNER BEAD
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FINISH LEGEND

PAINT:

P-1

MANUFACTURER: 

SHERWIN WILLIAMS

COLOR: SW 7654 LATTICE

FINISH: EGGSHELL

LOCATION: FIELD

P-2

MANUFACTURER:

SHERWIN WILLIAMS 

COLOR: SW 7655 

      STAMPED CONCRETE

FINISH: SEMI GLOSS

LOCATION: TRIM

RUBBER BASE:

RB-1

MANUFACTURER: 

COLOR: 

STYLE: 4" COVE

RB-2

MANUFACTURER: 

COLOR: 

STYLE: 4" STRAIGHT

VINYL COMPOSITION TILE:

VCT-1

MANUFACTURER: ARMSTRONG

COLOR: 5C237 TRACERY

SIZE: 12 X 12

VCT-2

MANUFACTURER: ARMSTRONG

COLOR: 5C915 CHARCOAL

SIZE: 12 X 12

VCT-3

MANUFACTURER: ARMSTRONG

COLOR: 5C230 VICTORIA BLUE

SIZE: 12 X 12

PLASTIC LAMINATE:

PL-1

MANUFACTURER: WILSONART  

COLOR: SHADOW ZEPHYR 4857-60 

FINISH: MATTE

LOCATION: COUNTERTOPS

PL-2

MANUFACTURER: WILSONART

COLOR: ATLANTIS D25-60

FINISH: GLOSS

LOCATION: KITCHEN BACKSPLASH

SHEET VINYL:

SV-1

MANUFACTURER: ARMSTRONG

STYLE: COLORART MEDINTONE

COLOR: H5306 NATURAL DARK GRAY

WELD ROD COLOR: 

NOTE: HEAT WELDED SEAMS

EPOXY PAINT:

EP-1

MANUFACTURER:

SHERWIN WILLIAMS

COLOR: SW 7654 LATTICE

FINISH: EGGSHELL

BLACKOUT SHADES:

BS-1

MANUFACTURER: 

COLOR: 

P-5

MANUFACTURER:

SHERWIN WILLIAMS 

COLOR: 

FINISH: EGGSHELL

NOTES: TO BE CHOSEN BY 

ARCHITECT DURING CONSTRUCTION 

TO MATCH CABINETS

P-3

MANUFACTURER:

SHERWIN WILLIAMS 

COLOR: SW 7602 INDIGO BATIK  

FINISH: EGGSHELL

LOCATION: ACCENT

P-4

MANUFACTURER: 

SHERWIN WILLIAMS

COLOR: SW 7005 PURE WHITE

FINISH: FLAT

LOCATION: CEILING

SHEET VINYL BASE:

SVB-2

MANUFACTURER: ARMSTRONG

STYLE: COLORART MEDINTONE

COLOR: H5306 NATURAL DARK GRAY

WELD ROD COLOR: 

NOTE: 4" INTEGRAL COVE BASE

NOTE: HEAT WELDED SEAMS

GENERAL FINISH NOTES

A. SEE BUILDING SPECIFICATIONS FOR FURTHER INFORMATION REGARDING FINISH 

MANUFACTURER, COLOR, STYLE, PATTERN, SIZE, PERFORMANCE AND INSTALLATION.

B. REFER TO BALANCE OF PLANS AND SPECIFICATIONS FOR FINISH MATERIALS AND 

REQUIREMENTS NOT INDICATED HEREIN (PARTITION TYPES, CEILINGS, ETC).

C. ALL GYPSUM BOARD CEILINGS AND FURR DOWNS, TO BE PAINTED P-4 UNLESS OTHERWISE 

NOTED, SEE REFLECTED CEILING PLANS.

D. PROVIDE TRANSITION STRIPS AT ALL CHANGES IN FLOORING MATERIAL. ALL RUBBER 

TRANSITION STRIPS TO HAVE THE LOWEST PROFILE POSSIBLE AND TO BE AS LISTED IN THE 

FINISH SCHEDULE.

E. IF FINISHES ARE NOT INDICATED WITHIN ANY AREA, PROVIDE FINISHES TO MATCH THOSE IN 

NEAREST ADJACENT AREA.

F. WHENEVER FLOORING TRANSITION OCCURS AT A DOOR OPENING, LOCATE TRANSITION STRIP 

AT CENTERLINE OF DOOR.

G. SEE ELEVATIONS FOR ADDITIONAL INFORMATION ON EXTENTS AND LIMITS OF WALL FINISHES.

H. WHERE A SURFACE IS TO BE PAINTED, PROVIDE THE FOLLOWING FINISHES, UNLESS 

OTHERWISE NOTED:

a. HOLLOW METAL DOORS AND FRAMES: SEMI-GLOSS

b. GYPSUM BOARD WALLS: EGGSHELL

c. GYPSUM BOARD CEILINGS AND SOFFITS: FLAT

d. ALL OTHER PAINTED SURFACES: EGGSHELL

I. PROVIDE A LEVEL FIVE (5) GYPSUM BOARD FINISH AT THE FOLLOWING LOCATIONS:

a. WHERE WALL IS SCHEDULED TO RECEIVE EPOXY PAINT (EP-1)

b. WHERE WALL IS SCHEDULED TO RECEIVE WALL COVERING (WC-1)

c. WHERE WALL IS SCHEDULE TO RECEIVE WALL PROTECTION (WP1)

J. PROVIDE 6" BASE AT ALL BATHROOMS, TYP.

K. RESILIENT SHEET AND TILE FLOORING

a. PROVIDE VAPOR BARRIER AT RESILIENT SHEET AND TILE FLOORING WHEN 

APPLICABLE, SEE SPECIFICATIONS.

b. PROVIDE A TWO PART EPOXY ADHESIVE AT RESILIENT SHEET FLOORING, SEE

SPECIFICATIONS.

c. PROVIDE DETAILED SHOP DRAWINGS OF FLOOR PATTERNS PRIOR TO CONSTRUCTION.

d. ALL SEAMS AT RESILIENT SHEET FLOORING TO BE HEAT WELDED. SEE FINISH LEGEND 

FOR WELD ROD COLOR, TYP.

L. INTERIOR PAINTING

a. PAINT VERTICAL AND HORIZONTAL SURFACES OF GYPSUM BOARD BULKHEADS 

ABOVE UPPER CABINETS TO MATCH WALL PAINT FINISH, UNLESS OTHERWISE NOTED. 

b. WALLS IN ALL SPACES WITH EXPOSED CEILINGS SHALL BE PAINTED UP TO THE 

UNDERSIDE OF FLOOR / ROOF SLAB ABOVE.

c. ALL GYPSUM SOFFITS AND BULKHEADS SHALL RECEIVE LATEX FLAT PAINT, EXCEPT AT 

UPPER CABINETS WHERE SOFFIT SHALL RECEIVE SATIN PAINT.

d. NO EPOXY PAINT SHALL BE USED ON AN EXTERIOR WALL. IN SPACES WITH AN 

EXTERIOR WALL THAT HAS EPOXY PAINT SPECIFIED; PAINT ALL INTERIOR WALLS EPOXY 

AND THE EXTERIOR LATEX SEMI-GLOSS.

M. WINDOWS, DOORS, DOOR FRAMES, ACCESS DOORS, ETC.

a. PAINT ALL METAL ACCESS DOORS, ELECTRICAL PANELS, RECESSED CABINET FACES, 

HVAC REGISTERS, GRILLES, ETC. TO MATCH ADJACENT WALL AND/OR CEILING COLOR, 

U.N.O.

b. INTERIOR HOLLOW METAL DOORS, DOOR FRAMES, WINDOW FRAMES AND VIEW 

WINDOW FRAMES SHALL BE PAINTED P-_ UNLESS NOTED OTHERWISE.

c. AT ALL EXTERIOR WINDOWS, THE CONTRACTOR SHALL INSTALL REINFORCEMENT 

WHERE BLINDS AND OR SHADES ARE INDICATED. ASSUME MANUAL ROLLER SHADES AT 

EXTERIOR WINDOWS IN ALL DORM ROOMS, OFFICES, CONFERENCE ROOMS, AND STAFF 

LOUNGES.

N. INTERIOR ARCHITECTURAL WOODWORK

a. CONTRACTOR SHALL PROVIDE COLOR MATCHED CAULK TO MATCH ADJACENT 

SURFACE, WHERE NEEDED TO FILL GAPS WITHIN 1/8" TOLERANCE.

O. CEILINGS

a. SOFFITS PAINTED IN AN ACCENT COLOR ARE NOTED ON SHEET A601, ACCENT COLOR 

SHALL BE PAINTED ON ALL EXPOSED SIDES OF SOFFIT WHERE INDICATED

P. WALL PROTECTION

a. UNLESS OTHERWISE NOTED, ALL CORNER GUARDS SHALL BE FULL HEIGHT AND 

INSTALLED ABOVE THE BASE. 

b. IMPACT WALL PROTECTION SHEETING (WP) TO BE INSTALLED AS SHOWN ON INTERIOR 

DESIGN DRAWINGS, WITH ANTI-MICROBIAL ADHESIVE, NO EXPOSED FASTENERS AND NOT 

TO INTERFERE WITH GASES, ELECTRICAL OR SIMILAR.
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CELL
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BETWEEN WORDS

RAISED DOT

Position. Braille shall be positioned below the corresponding 

text. If text is multi-lined, braille shall be placed below the 

entire text. Braille shall be separated 3/8 inch (9.5 mm) 

minimum from any other tactile characters and 3/8 inch (9.5 

mm) minimum from raised borders and decorative elements. 
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SIGN TEXT
LINE 1

SIGN TEXT
LINE 2

100 SI-4 VESTIBULE 4'-0" DAY ROOM

101 SI-4 CORRIDOR 4'-0" DAY ROOM

101 SI-4 APPARATUS
BAYS

4'-0" DAY ROOM

101 SI-4 DAYROOM 4'-0" DAY ROOM

104 SI-2 DAYROOM 4'-0"

105 SI-4 DAYROOM 4'-0" DISPATCH OFFICE

106 SI-4 DAYROOM 4'-0" APPARATUS BAY

106 SI-4 CORRIDOR 4'-0" APPARATUS BAY

108 SI-6 SHERIFF'S
OFFICE

4'-0"

109 SI-4 DAYROOM 4'-0" SHERIFF'S OFFICE

110 SI-4 DAYROOM 4'-0" SQUADROOM
/

CONFERENCE

111 SI-4 CORRIDOR 4'-0" SHERIFF'S STORAGE BAY
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4'-0" DORM CORRIDOR
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118 SI-4 CORRIDOR 4'-0" SHERIFF'S DORM 2

120 SI-4 APPARATUS
BAYS

4'-0" SPRINKLER RISER

EXT SI-1 4'-0" ENTRANCE PLAQUE
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PARTITION AS SCHEDULED 

FINISHED GYPSUM BOARD SOFFIT. 

SEE REFLECTED CEILING PLAN

PROVIDE  BLOCKING AS 

REQUIRED, TYP.

WALL CABINET

SEE ELEVATIONS

PROVIDE  BLOCKING AS 

REQUIRED, TYP.
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P2 P4

NOTE: PROVIDE 5/8" FIBERGLASS REINFORCED MOISTURE 

RESISTANT GYPSUM BOARD AT ALL WET AREAS NOT 

RECIEVING TILE

FIRE RATED

1/2-HR UL #U407

STC 45

FIRE RATED

1-HR UL #U419

STC 49

3" SOUND ATTENUATION BATT
INSULATION

PLAN VIEW
PLAN VIEW

5/8" TYPE–FC30 GYPSUM
BOARD

1/2" FIRESTOP SEALANT

1/2" FIRESTOP SEALANT1/2" FIRESTOP SEALANT

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

1/2" FIRESTOP SEALANT

5/8" TYPE-X GYPSUM BOARD

5/8" TYPE-X GYPSUM BOARD

3 5/8" METAL RUNNER

3 5/8" METAL STUD FRAMING

3" SOUND ATTENUATION BATT
INSULATION

5/8" TYPE–FC30 GYPSUM
BOARD

3 5/8" METAL RUNNER

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)
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TRACK
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TRACK

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

P6

PLAN VIEW

5/8" MOLD RESISTANT TYPE -
X GYPSUM BOARD

3" SOUND ATTENUATION BATT
INSULATION

5/8" GYPSUM BOARD
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CEILING PER RCP

UNDERSIDE OF STRUCTURE

ACOUSTICAL JOINT SEALANT
3 5/8" SLOTTED DEFLECTION
TRACK

3 5/8" METAL RUNNER

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

P1 FIRE RATED

2-HR UL #U419

STC 50

3 1/2" SOUND ATTENUATION
BATT INSULATION

PLAN VIEW

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

1/2" FIRESTOP SEALANT

1/2" TYPE–C GYPSUM BOARD

3 5/8" METAL RUNNER

FINISHED FLOOR
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CEILING PER RCP
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3 5/8" SLOTTED DEFLECTION
TRACK

1/2" FIRESTOP SEALANT

1/2" TYPE–C GYPSUM BOARD

1/2" FIRESTOP SEALANT

1/2" FIRESTOP SEALANT
BASE AS SCHEDULEDBASE AS SCHEDULED1/2" FIRESTOP SEALANT

1/2" FIRESTOP SEALANT

P3 FIRE RATED

1-HR UL #U442

STC 50

PLAN VIEW

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

6" METAL STUD FRAMING

6" METAL RUNNER

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP
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SECTION AT TOP 
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UNDERSIDE OF STRUCTURE

6" SLOTTED DEFLECTION
TRACK

1/2" FIRESTOP SEALANT

1/2" FIRESTOP SEALANT

BASE AS SCHEDULED

1/2" FIRESTOP SEALANT

5/8" TYPE-X GYPSUM BOARD

TILE HEIGHT AS INDICATED 

IN INTERIOR ELEVATIONS

5/8" MOLD RESISTANT TYPE -
X GYPSUM BOARD

1/2" FIRESTOP SEALANT

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

1/2" FIRESTOP SEALANT

1/2" FIRESTOP SEALANT BASE AS SCHEDULED

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING3 5/8" METAL STUD FRAMING
3 5/8" METAL STUD FRAMING 6" METAL STUD FRAMING

ACOUSTICAL JOINT SEALANT

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

3 5/8" METAL STUD FRAMING

P5 SOUND RATED

STC 45

PLAN VIEW

5/8" GYPSUM BOARD

ACOUSTICAL JOINT SEALANT

ACOUSTICAL JOINT SEALANT

3 5/8" METAL STUD FRAMING

3" SOUND ATTENUATION BATT
INSULATION

5/8" GYPSUM BOARD

3 5/8" METAL RUNNER

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

SECTION AT SILL 

SECTION AT TOP 
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BASE AS SCHEDULED

UNDERSIDE OF STRUCTURE

3 5/8" SLOTTED DEFLECTION
TRACK

ACOUSTICAL JOINT SEALANT

ACOUSTICAL JOINT SEALANT BASE AS SCHEDULED

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

1/2" TYPE–C GYPSUM BOARD
1/2" TYPE–C GYPSUM BOARD

3" SOUND ATTENUATION BATT
INSULATION
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1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

3" SOUND ATTENUATION BATT
INSULATION

5/8" GYPSUM BOARD

5/8" GYPSUM BOARD

ACOUSTICAL JOINT SEALANT

3 5/8" METAL RUNNER

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

SECTION AT SILL 

SECTION AT TOP 
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1
'-
4
"

BASE AS SCHEDULED
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PLAN VIEW
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1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

5/8" GYPSUM BOARD

5/8" GYPSUM BOARD

ACOUSTICAL JOINT SEALANT

3 5/8" METAL RUNNER

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

SECTION AT SILL 

SECTION AT TOP 
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N
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R

1
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4
"

BASE AS SCHEDULED

UNDERSIDE OF STRUCTUREUNDERSIDE OF STRUCTURE 3 5/8" SLOTTED DEFLECTION
TRACK

3 5/8" SLOTTED DEFLECTION
TRACK

P8

PLAN VIEW
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1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING

5/8" GYPSUM BOARD

ACOUSTICAL JOINT SEALANT

3 5/8" METAL RUNNER

SECTION AT SILL 

SECTION AT TOP 

O
N
 C
E
N
T
E
R

1
'-
4
"

BASE AS SCHEDULED

FINISHED FLOOR

PER FINISH PLANS

CEILING PER RCP

UNDERSIDE OF STRUCTURE 3 5/8" SLOTTED DEFLECTION
TRACK

3 5/8" METAL STUD FRAMING

BASE AS SCHEDULED

ACOUSTICAL JOINT SEALANT

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

BASE AS SCHEDULEDACOUSTICAL JOINT SEALANT

3 5/8" METAL STUD FRAMING

1-1/2" U-CHANNEL BRIDGING
(REFERENCE DETAIL 2 &
5/A902)

3 5/8" METAL STUD FRAMING
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WALL PRIORITY LEGEND

2-HOUR FIRE AND/OR SMOKE WALL PRIORITY 1 (HIGHEST)

2-HOUR FIRE WALL PRIORITY 2

2-HOUR SHAFTWALL PRIORITY 2

1-HOUR SHAFTWALL PRIORITY 2

1-HOUR FIRE AND/OR SMOKE WALL PRIORITY 3

1-HOUR FIRE WALL PRIORITY 4

NON-RATED WALL PRIORITY 5 (LOWEST)

NOTE:

ALL PARTITION TYPES INDICATED MAY NOT BE USED.

REFER TO PLANS FOR MORE INFORMATION.

HOLLOW METAL FRAME

(AS APPLICABLE)

INTERSECTION OF STANDARD

PARTITION & 2-HOUR PARTITION

2 LAYERS 5/8" GYP. BD.

STEEL STUDS @ 16"

O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

INTERSECTION @ 2-HOUR PARTITION

2 LAYERS 5/8" GYP. BD.

STEEL STUDS @ 16"

O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

5/8" GYP. BD.

STEEL STUDS @ 

16" O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

TYPICAL PARTITION INTERSECTIONS

OUTSIDE CORNER 

BEAD REINFORCEMENT

STEEL STUDS @ 

16" O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

5/8" GYP. BD.

STEEL STUDS @ 

16" O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

5/8" GYP. BD.

2
" 
M
A
X

2HR RATED

PRIORITY 1

2
" 
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A
X

2
" 
M
A
X

2" MAX

2
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M
A
X

2
H
R
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A
T
E
D

P
R
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R
IT
Y
 2

2
H
R
 R
A
T
E
D

P
R
IO
R
IT
Y
 2

2HR RATED

PRIORITY 2

2
H
R
 R
A
T
E
D

P
R
IO
R
IT
Y
 1

RATED

2 HOUR RATED

2 HOUR

RATED

NOT

RATED

NOT

R
A
T
E
D

1
 H
O
U
R

R
A
T
E
D

N
O
T

R
A
T
E
D

1
 H
O
U
R

RATED

NOT

R
A
T
E
D

N
O
T

RATED

NOT

RATED

NOT

5/8" GYP. BD.

STEEL STUDS @ 

16" O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

R
A
T
E
D

N
O
T

2 LAYERS 5/8" GYP. BD.

STEEL STUDS @ 16"

O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

2 LAYERS 5/8" GYP. BD.

STEEL STUDS @ 16"

O.C., U.N.O.

INSIDE CORNER TAPE 

REINFORCEMENT

R
A
T
E
D

2
 H
O
U
R

(3) #10-16 SCREWS ON EACH 

SIDE TO FASTEN TO U-CHANNEL

12
" M
INI
MU
M

1-1/2" x 16ga., U-CHANNEL 

VERTICAL SPACING AS REQUIRED

1-1/2" x 16ga., U-CHANNEL SPLICE

(3) #10 S.M.S. SCREWS AT

EACH STUD

PARTITION WALL STUDS AT

16" ON CENTER MAXIMUM

MINIMUM 6" x 54 MIL UNPUNCHED

TRACK. DO NOT CUT FLANGES

BETWEEN STUDS.

CUT TOP AND BOTTOM FLANGES

OF TRACK AT EACH STUD. (TYP)

(3) #10 S.M.S. SCREWS AT END OF

EACH BACKING TRACK.

EXTEND BLOCKING

TO NEXT STUD

NOTES

TYPICAL STUD, SIZE AND GAGE AS 

SPECIFIED.

1-1/2" x 1-1/2" x 16ga., CLIP ANGLE 

FASTENED TO EACH STUD W/ (2) #10-

16 SCREWS: ANGLE LENGTH SHALL 

NOT BE

LESS THAN STUD DEPTH, MINUS 1/2" 

(2) #10-16 SCREWS FASTEN TO 

U-CHANNEL

1-1/2" x 16ga., U-CHANNEL 

VERTICAL SPACING AS 

REQUIRED

1. THIS DETAIL SHALL NOT BE UTILIZED IF STUD DEPTH 

EXCEEDS 8".

2. RIGID FACING MATERIAL APLLIED TO BOTH STUD FLANGES 

MAY BE UTILIZED IN LIEU OF U-CHANNEL, PROVIDED THE 

FOLLOWING CRITIEA IS MET:

A. STUD HEIGHT DOES NOT EXCEED 16'.

B. SHEATHING APPLIED TO BOTH STUD FLANGES FULL 

HEIGHT PER APPLICABLE ASTM STANDARDS.

C. STUD SHALL BE BRACED IF ONE FLANGE IS 

TEMPORARILY UNSHEATHED.

D. STUD GAUGE IS A MAXIMUM OF 16 GA.

NOTES

FABRICATE ANCHOR CLIP FROM 3 5/8" x 1 

1/4" METAL RUNNER TRACK, GAGE TO 

MATCH METAL STUD GAUGE.

FASTEN ANCHOR CLIP TO METAL 

STUD WITH (4) #10-16 SELF TAPPING 

SCREWS

(1) #10-16 SELF TAPPING 

SCREW AT LAP (TOP AND 

BOTTOM)

ATTACH ANCHOR CLIP TO CMU 

WALL USING (2) POWDER 

ACTUATED FASTNERS

1. USE MINIMUM OF TWO ANCHOR CLIPS PER STUD.

2. ANCHOR CLIP TO WALL AND PLUMB STUD BEFORE 

ATTACHING STUD TO ANCHOR CLIP.

ATTACH BRACKET WITH 

(3) 1/4"x20 x 2" BOLTS 

WITH LCOKING NUTS

PROVIDE 2"X WOOD BLOCKING

FOR ADDITIONAL STRENGTH.

BOLT THROUGH METAL STUD

AND WOOD BLOCKING.

METAL STUDS PER WALL TYPE

METAL TRACK PER WALL TYPE

INSIDE WALL MOUNT VANITY 

SUPPORT BRACKET

INSTALLATION NOTE: 

TO MINIMIZE SHIMMING, BE SURE TO INSTALL THE BRACKETS SO THAT THE 

SUPPORTING ARM IS PARRALLEL TO THE FLOOR. INSTALL SO THAT THE 

VERTICAL SUPPORT IS FLUSH WITH, OR SLIGHTLY BEHIND THE FACE OF STUD 

TO ALLOW FOR APPLICATION OF DRYWALL OR BACKER BOARD.
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CR1

DOOR SCHEDULE ABBREVIATION LEGEND

PEH = PANIC EXIT HARDWARE

STC = SOUND TRANSMISSION RATED DOOR & FRAME

CR = DOOR ACCESS CONTROLLED BY CARD READER

1

HOLLOW 

METAL FRAME
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HOLLOW METAL 

FRAME WITH 

SIDE LITE
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GARAGE DOOR 

TACKS WITH 

ANGLE CLIPS
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4

FIRE SHUTTER

5 5/8"
6'-0"

5 5/8"
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DOOR SCHEDULE

MARK
FROM ROOM TO ROOM

DOOR FRAME DETAILS

HDWR FIRE RATING

HARDWAR

E SET COMMENTSPANEL WIDTH HEIGHT MATERIAL TYPE MATERIAL HEAD JAMB SILL

100a VESTIBULE 3'-0 1/2" 8'-0" ACCESS CONTROL WITH BUZZ IN

101a VESTIBULE DAYROOM F 3'-0" 7'-0" Wood Right Sidelite Hollow Metal None (Not Rated) 6.00 ACCESS CONTROL

101b CORRIDOR DAYROOM N 3'-0" 7'-0" Wood 1 Hollow Metal 45

101c DAYROOM APPARATUS BAYS N 3'-0" 7'-0" Wood 1 Hollow Metal 90 ACCESS CONTROL,

101d DAYROOM 6'-0" 6'-8"

103a DAYROOM WOMEN F 3'-0" 7'-0" Wood 1 Hollow Metal 0

104a DAYROOM MEN F 3'-0" 7'-0" Wood 1 Hollow Metal 0

105a DAYROOM DISPATCH N 3'-0" 7'-0" Wood 1 Hollow Metal 45

106a 14'-0" 16'-0" None OVERHEAD SECTIONAL DOOR

106b 14'-0" 16'-0" None OVERHEAD SECTIONAL DOOR

106c 14'-0" 16'-0" None OVERHEAD SECTIONAL DOOR

106d APPARATUS BAYS V 3'-0" 7'-10" Hollow Metal 1 Hollow Metal None (Not Rated) EXT,WIND, ACCESS CONTROL

107a
STORAGE APPARATUS BAYS

F 6'-0" 7'-0" Metal - Painted
- Grey

1 Metal - Painted
- Grey

45 Minute KEY LOCK

108a REST. SHERIFF'S OFFICE F 2'-10" 7'-0" Wood 1 Hollow Metal

109a
DAYROOM SHERIFF'S OFFICE

F 3'-0" 7'-0" Wood 1 Metal - Paint
Finish - Grey

20

110a DAYROOM SQUAD/CONFERENCE N 3'-0" 7'-0" Wood 1 Hollow Metal 45

111a 14'-0" 16'-0" None OVERHEAD SECTIONAL DOOR

111b STORAGE V 3'-0" 7'-10" Hollow Metal 1 Hollow Metal None (Not Rated) ACCESS CONTROL

111d 13'-11" 14'-0" None OVERHEAD SECTIONAL DOOR

112a CORRIDOR V 3'-0" 7'-10" Hollow Metal 1 Hollow Metal None (Not Rated) ACCESS CONTROL

112b CORRIDOR APPARATUS BAYS N 3'-0" 7'-0" Wood 1 Hollow Metal 90 ACCESS CONTROL

112c STORAGE CORRIDOR N 3'-0" 7'-0" Wood 1 Hollow Metal 90

113a CORRIDOR MEN'S SHWR. F 3'-0" 7'-0" Wood 1 Hollow Metal 0

113c DISPATCH APPARATUS BAYS 6'-0" 7'-0" 90

114a CORRIDOR WOMEN'S SHWR. F 3'-0" 7'-0" Wood 1 Hollow Metal 0

115a
CORRIDOR F.D. DORM

F 3'-0" 7'-0" Wood 1 Metal - Paint
Finish - Grey

20

116a
CORRIDOR F.D. DORM

F 3'-0" 7'-0" Wood 1 Metal - Paint
Finish - Grey

20

117a
CORRIDOR S.D. DORM

F 3'-0" 7'-0" Wood 1 Metal - Paint
Finish - Grey

20

118a
CORRIDOR S.D. DORM

F 3'-0" 7'-0" Wood 1 Metal - Paint
Finish - Grey

20

119a
ELECTRICAL STORAGE

F 5'-0" 7'-0" Metal - Painted
- Grey

1 Metal - Painted
- Grey

CHO,STORE, KEY LOCK

119b
ELECTRICAL STORAGE

F 5'-0" 7'-0" Metal - Painted
- Grey

1 Metal - Painted
- Grey

CHO,STORE, KEY LOCK

120a SPRNK RISER APPARATUS BAYS F 3'-0" 7'-0" Wood 1 Hollow Metal 0

121a
IT/DATA CORRIDOR

F 6'-0" 7'-0" Metal - Painted
- Grey

1 Metal - Painted
- Grey

45 Minute

 1/4" = 1'-0"

DOOR PANEL TYPES

 1/4" = 1'-0"

DOOR FRAME TYPES

2

CR1

CR1

CR1

CR1

CR1

F 1

3

3

3

3

3
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ALUMINUM CANOPY GUTTER
SECTION

R-25 BATT INSULATION

PRE-ENGINEERED METAL
BUILDING C-GIRT

ALUMINUM ANGLE BRACKET
CLIP

TUBE SHAPE (REFERENCE
CANOPY MANUFATURER
SPECIFICATIONS)

5/8" EXTERIOR GYPSUM
SHEATHING

AIR BARRIER, FLUID APPLIED

SILL/HEAD TRIM

OVERHEAD SECTIONAL DOOR

METAL WALL PANEL (MWP-C
PROFILE)

METAL FLASHING

1 1/2" HAT CHANNEL

PREFINISHED METAL FLASHING

PEEL-N-STICK MEMBRANE
MOISTURE BARRIER

EXTERIOR INTERIOR

BOX LINTEL

JAMB BEYOND DOOR AS SCHEDULED

1 15/16"

1 7/8"

1 15/16"

CAULKING

PARTITION AS SCHEDULED

HOLLOW METAL DOOR FRAME,
PAINTED

16 GA. METAL STUDS @ EACH
SIDE OF DOOR JAMB

DOOR AS SCHEDULED

1 15/16"

1 7/8"

1 15/16"

16 GA. METAL STUDS @ EACH
SIDE OF DOOR JAMB

CAULKING

HOLLOW METAL DOOR FRAME
AS SCHEDULED

ADJUSTABLE ANCHOR 

FOR STEEL STUD

PARTITION AS SCHEDULED

7/16"7/16"

2
"

5
/
8
"

DOOR AS SCHEDULED

ALUMINUM THRESHOLD 

AS SCHEDULED

HOLLOW METAL DOOR 

FRAME BEYOND

5"

3
/
8
"

EXTERIOR INTERIOR

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

DOOR AS SCHEDULED

1 15/16" 5 5/8" 1 15/16"

PRE-ENGINEERED METAL
BUILDING C-GIRT

PRE-ENGINEERED METAL
BUILDING C-GIRT

HOLLOW METAL DOOR FRAME
AS SCHEDULED

METAL WALL PANEL (MWP-C
PROFILE)

METAL LINER PANEL

3/4" 5/8" 8" 1"

R-25 BATT INSULATION

JAMB TRIM JAMB TRIM

PEEL-N-STICK MEMBRANE
MOISTURE BARRIER

EXTERIOR INTERIOR

5
/
8
"
2
"

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

DOOR AS SCHEDULED

1 15/16" 5 5/8" 1 15/16"

5
/
8
"
2
"

PRE-ENGINEERED METAL
BUILDING C-GIRT

METAL LINER PANEL

PRE-ENGINEERED METAL
BUILDING C-GIRT

HOLLOW METAL DOOR FRAME,
PAINTED

METAL WALL PANEL (MWP-A
PROFILE)

SILL/HEAD TRIM

TUBE SHAPE (REFERENCE
CANOPY MANUFATURER
SPECIFICATIONS)

ALUMINUM ANGLE BRACKET
CLIP

ALUMINUM CANOPY GUTTER
SECTION

C-CLOSURE TRIM

1 1/2" HAT CHANNEL

PEEL-N-STICK MEMBRANE
MOISTURE BARRIER

R-25 BATT INSULATION

EXTERIOR INTERIOR

SECTIONAL OVERHEAD DOOR

CONCRETE DRIVE, RE: CIVIL 1
 1
/
2
"

145.
00°

DAPOUT

STEEL TRACK BEYOND

1/2" EXPANSION JOINT

EXTERIOR INTERIOR

C.3

1.9

AIR BARRIER, FLUID APPLIED

5/8" EXTERIOR GYPSUM
SHEATHING

PRE-ENGINEERED METAL
BUILDING C-GIRT

METAL WALL PANEL
(REFERENCE ELEVATIONS)

C-CLOSURE TRIM

PRE-ENGINEERED METAL
BUILDING COLUMN

CONNECTION CLIP (BY STEEL
BUILDING MANUFACTURER)

PRE-ENGINEERED METAL
BUILDING C-GIRT

OVERHEAD SECTIONAL 

DOOR JAMB

OVERHEAD SECTIONAL DOORPREFINISHED METAL FLASHING

PEEL-N-STICK MEMBRANE
MOISTURE BARRIER

R-25 BATT INSULATION

EXTERIOR INTERIOR
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