ST. JOHN THE BAPTIST PARISH


January 09, 2016

ADDENDUM NO. 2

TO:	ALL BIDDERS

SUBJECT:  2017 Submersible Sewer Pumps

BID DATE:   January 12, 2017 at 2:45 P.M.


St. John the Baptist Parish hereby issues the following addendum to the Specifications and Bid Form for the above referenced Bid.

1. Bidders shall replace the Posted Bid Form with the Revised Bid form now attached to the Bid listing and accompanying this addendum.

2. Bidders shall delete from the Bid Form:

“BID SECURITY in the form of a bid bond, certified check or cashier’s check as prescribed by LA RS 38:2218.A is attached to and made a part of this bid.” 

3. Bidders shall comply with the revisions to the Specifications stated below:

I.  SCOPE

Replace the sentence in paragraph one:  

“Each of the categorized type of pumps as designated in the bid form will be bid and awarded separately and considered as the price for that pump being delivered to the Parish within a maximum time limit of 28 days from receipt of the Purchase Order.” 

With:

“Each of the categorized type of pumps as designated in the bid form will be bid and awarded separately and considered as the price for that pump being delivered to the Parish Central Warehouse (FOB delivery site to 1801 West Airline Hwy., LaPlace, LA) within a maximum time limit from receipt of the Purchase Order of 28 days for pumps up to less than 20 hp or 12 weeks for pumps equal to or greater than 20 hp.”


II. SEWER PUMPS

Section 2.01; A.

Delete:

“Each pump shall be supplied with a mating cast iron base elbow drilled on an ANSI B16.1 bolt pattern.”

2.06 Motor; B.

Replace:

“Motors shall conform to the NEMA Premium Efficiency Electric Motor Program or the IE3 standard” 

With:

 “Motors greater than 20 hp shall conform to the NEMA Premium Efficiency Electric Motor Program or the IE3 standard.”

2.10 Impeller; A. 

Replace:

“The impeller shall be ductile iron and shall also be dynamically balanced.” 

With: 

“The impeller shall be ductile iron for pumps greater than 10 hp and cast iron or approved equal for pumps under 10 hp and shall also be dynamically balanced.”  



If you have any questions regarding this addendum, please contract Yvonne Rongey @ 985-652-9569 or y.rongey@stjohn-la.gov.  
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